Analysis of vibrations in high-tech facility

Persson, Peter; Persson, Kent; Bard, Delphine; Austrell, Per Erik; Sandberg, Göran

Published in:
[Publication information missing]

2010

Link to publication

Citation for published version (APA):

General rights
Copyright and moral rights for the publications made accessible in the public portal are retained by the authors and/or other copyright owners and it is a condition of accessing publications that users recognise and abide by the legal requirements associated with these rights.

• Users may download and print one copy of any publication from the public portal for the purpose of private study or research.
• You may not further distribute the material or use it for any profit-making activity or commercial gain
• You may freely distribute the URL identifying the publication in the public portal

Take down policy
If you believe that this document breaches copyright please contact us providing details, and we will remove access to the work immediately and investigate your claim.
Analysis of vibrations in high-tech facility

P. Persson\textsuperscript{1}, K. Persson\textsuperscript{1}, D. Bard\textsuperscript{2}, P-E Austrell\textsuperscript{1}, G. Sandberg\textsuperscript{1}

\textsuperscript{1}Department of Structural Mechanics, Lund University, Sweden, peter.persson@byggmek.lth.se, kent.persson@byggmek.lth.se, per_erik.austrell@byggmek.lth.se, goran.sandberg@byggmek.lth.se

\textsuperscript{2}Department of Engineering Acoustics, Lund University, Sweden, delphine.bard@acoustics.lth.se

MAX-lab is a national laboratory operated jointly by the Swedish Research Council and Lund University. Nowadays, the Max project consist of three facilities (three storage rings): Max I, Max II, Max III and one electron pre-accelerator called Max Injector. A new storage ring is needed to improve material science, such as nanotechnology. MAX-IV will be 100 times more efficient than already existing synchrotron radiation facilities, e.g. it is planned to be the next generation Swedish synchrotron radiation facility. MAX IV will basically consist of a main source that will be a 3-GeV ring with state-of-the-art low emittance for the production of soft and hard x-rays as well as an expansion into the free electron laser field. The second source will be the Linac injector that will provide short pulses to a short pulse facility. The Linac will be built as an underground tunnel next to the main ring, Reference [1]. For more information about the project see the homepage, Reference [3].

The floor of the MAX IV building will mainly be constituted of a concrete structure that is built on soil consisting of mostly boulder clay. The inner and the outer radius of the structure are approximately 70 m respectively 110 m. The synchrotron light ring has a radius of approximately 80 m, see Figure 1.

![3D drawing of the MAX IV ring.](image)

The beam in the synchrotron ring is controlled by a large number of magnets that are distributed along the ring. Vibrations at the magnets will give rise to a ten-fold increase of the vibration levels of the beam line. Since the quality of the measurement results from the MAX IV ring is dependent on the precision of the synchrotron light, a very strict requirement regarding the vibration levels of the magnets are defined. The strict requirement is especially put in the vertical direction where the mean vibration level must be less than 26 nm during one second in the frequency span of 5-100 Hz. Vibrations with frequencies lower than 5 Hz may be adjusted by an active calibration system. In the interval between 0-5 Hz vibration levels up to 260 nm are therefore allowed. Frequencies higher than 100 Hz may be neglected and probably have very low amplitudes since they are easily dampened out in the structure. See Reference [2].

The structure is exposed to both to harmonic and transient excitations. The harmonic
excitation is typically working machines and transient excitations are typically traffic from the nearby roads and other human activities in the building such as walking, closing doors and dropping objects.

The main objective is to study vibrations at the foundation to the synchrotron light subjected to different excitations. The aim is to establish realistic finite element models that predict vibrations in the foundation with high accuracy. The ultimate goal is to prove the fulfilment of the needed requirements. If technical conditions are not fulfilled for the proposed structure, solutions to achieve them could be pointed out as well. The vibrations are analysed by the finite element method in both transient as well as steady state solutions. The model contains the concrete floor structure, the concrete structure of the beam containment and the soil to a depth of about 10m extending to the nearby roads.

Since the models become very large, the technique of modal reduction is employed. Firstly, steady-state analyses are performed to determine vibrations of the magnet foundations from excitations at various locations. Secondly, transient analyses are performed by using modal truncated models of walking loads. Excitations from traffic on the nearby roads are analysed as both steady-state as well as transient.

Figure 2 shows primary results of a simplified model of MAX IV ring, the soil is not displayed.

![Figure 2: Accelerations at steady-state excitation.](image)

References