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1.  INTRODUCTION 

This paper is the first result of recently 
commenced cooperation in structural fire 
engineering research between the Lund Insti- 
tute of Technology, and the Fire Research 
Department of the Technical University of 
Brunswick. The goal of the project is to  
develop improved calculation methods based 
on more reliable behaviour models of con- 
crete and steel. Fox this reason tests on 
columns carried out at  the Swedish Board for 
Testing in Bora ,  Sweden, as well as at  
Brunswick have been used for verification 
purposes. 

The paper deals with a qualitative verifica- 
tion of the structural behaviour of some rein- 
forced columns exposed to  fire on three sides. 
The columns investigated were tested in 
Sweden. A computer program developed at  
Lund [ l ]  was used t o  evaluate the thermal 
response. The structural behaviour was pre- 
dicted by another program developed at  
Brunswick [L?]. The concrete and steel analyt- 
ical model used in the structural program was 
originated by Schneider and Haksever [ 3 ] .  

The calculations made herein illustrate the 
need for improved behaviour models for 
concrete and steel. Therefore, the next step 
will be to introduce new material models into 
the structural program in order to  achieve 
more reliable analytical predictions. 

2. TESTING PROCEDURE 

The principal testing arrangement is illus- 
trated in Fig. 1 which shows the concrete 

Fig. 1.  Testing facilities. 

column placed at  the vertical furnace opening 
( b  X l X h = 3 X 1.8 X 3) m3. The hydraulic 
loading is applied either centrically or eccentri- 
cally, as illustrated in Fig. 1. The column is 
heated on three sides and lightweight concrete 
walls close the fumace (see Fig. 2). 

The fire exposure is followed, according to  
IS0  834, by 9 thermocouples placed around 
the column as shown in Fig. 3. The horizontal 
and axial deformations were measured by 10 
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l es t  specamen 

furno i e  

Fig. 2. Section of furnace from above. 

Fig. 3. Situation of thermocouples and inductive 
transducers for deflection measurements. 

Fig. 4. Section of column. Reinforcement and situa 
tion of  thermocouples. 

inductive transducers placed as illustrated in 
the Figure. 

The reinforcement (Ks 40, Q 16,  hot-rolled) 
of the column (length 2 m) and the situation 
of 21  thermocouples in mid-section is given in 
Fig. 4. 

3. MATERIAL DATA 

The concrete used for the column specimens 
had a cube strength of about 46 MPa referred 
t o  the testing age (110 days). The compressive 
strength used in calculation was 0.8 X 46 = 34 
MPa. Bending strength was determined on an 
unreinforced beam, according to  the Swedish 
Standard, to  be ahout 4.4 MPa. 

The moisture content of the concrete was 
measured on cubes (0.15 X 0.15 X 0.15) m3 in 
connection with the main testing and was 
about 6%. This value is taken into account in 
temperature calculations. 

The reinforcement Ks 40, Q 16 has a proof 
strength a,,2 = 453 MPa and an  ultimate 
strength a,,, = 716 MPa, which was used in 
the program. The stirrups of the column 
shown in Fig. 4 are PS 50 ,Q6.  

4. RESULTS 

Three reinforced concrete columns fire- 
exposed on three sides were studied analyti- 
cally. Predicted thermal and structural re- 
sponse was compared with measurements for 
concentrically and eccentrically (i 6 cm) 
loaded columns. 

The loadhearing capacity at  room-temper- 
ature was determined by testing at Lund for 
an eccentricity of 0 and 6 cm. The failure 
load was measured as 1.95 and 0.95 MN, res- 
pectively. The data of the three tests carried 
out at  Bor8.s and studied in this paper are 
given in Table 1. 

4.1. Temperature calculations 
The thermal properties, thermal conducti- 

vity and the enthalpy of concrete used in the 
calculation were taken from ref. 4. The enthalpy 
curve has been modified to take account of 
the high moisture content. 

The predicted and measured temperatures 
are illustrated in Fig. 5. This Figure gives the 
temperature gradient of six points at  the mid- 
section of the column as a function of time. 
The very good agreement is significant, but at 



TABLE l 

Test and calculation data 

Slender  SL -1  

Column Load Eccentricity Fire resistance (min) 

(MN) (cm) Tested Calculated 

*Eccentricity towards the furnace. 
**Eccentricity from the furnace. 

Fig. 5 .  Measured and calculateil temperatures in the 
midsection of the column. 

temperatures below 150 "C the simultaneous 
moisture vapourization and mass transport 
cause a slight discrepancy. This is inevitable, 
as in the Lund TASEF-2 temperature program 
it  is assumed that the moisture content is 
successively vapourized on site as the steam 
temperature is reached. This means that the 
capillary moisture transport is neglected in 
the program. Predicted temperatures are then 
inserted into the structural program. 

P' f ( re  dumllon l in hours 

Fig. 6. Measured and calculated behaviour of a rein. 
forced concrete column in a fire, axially loaded to 
0.9 MN. 

4.2. Structural response 
In the original study column SL-1 was 

centrically loaded to  0.9 MN (= 0.46 P,,,). 
The midpoint deflection and axial deformation 
are illustrated in Fig. G. In the test the column 
exploded after 52 min due to  the high mois- 
ture content (see Section 3) and high load 
level, so that  the fire resistance time can only 
be estimated. Failure was, however, imminent, 
as may be seen by the high deflection rate at  
the time of the explosion. The estimated 
failure time is about G0 - G5 min. 

The predicted and estimated fire resistance 
times are relatively close to  each other. 

In the test, the deflection was towards the 
furnace and changed sign a t  0.5 h. This be- 
haviour was not  obtained in calculation. The 
reason for this is connected with the short- 
comings in material modelling. The axial 
deformation during the first 0.5 h of the test 
was almost zero, but subsequently increased. 
At commencement the predicted deformations 
were greater, but after half the fire resistance 
time they were smaller than the measured 
deformations. The discrepancy is apparent, 



Slender SL-3 Slender SL-2 

Fig. 'l. Measured and calculated behaviour of a rein- 
forced concrete column in a fire, eccentrically loaded 
to 0.6 MN. 

but the mode of failure was predicted correct- 
ly, i.e., the results are qualitatively quite 
acceptable. 
h test SL-2 the column was loaded to 0.6 

MN with an eccentricity of 6 cm from the 
furnace. The load corresponded t o  63% of the 
ultimate load under normal atmospheric con- 
ditions. In the test the measurements were 
stopped after 0.5 h due t o  a support failure, 
which was a mishap, but a comparison is still 
of interest. The predicted and test estimated 
fire resistance times were about 1.0 and 0.8 h,  
respectively, and deformations here were 
closer t o  measurements. The predicted curves 
are almost parallel to  the measured curves and 
give smaller deformations (Fig. 7 .) 

In the final comparison between measured 
and predicted behaviour column SE-3 was 
loaded to  0.3 MN with an eccentricity of 6 
cm towards the furnace. This load corre- 
sponded to  31% of the ultimate load under 
normal atmospheric conditions. The fire 
resistance time predicted is in good agreement 
with the measured value of 1.9 h, but the 
deflection was only qualitatively in agreement. 

Fig. 8. Measured and calculated behaviour of a rein- 
forced concrete column in a fire, eccentrically loaded 
to 0.3 MN. 

The predicted deflection was directed towards 
the furnace for most of the time, but after 1.5 
h it diminished, changed sign, and followed 
the measured curve until failure occurred. In 
both calculation and measurement the 
column expanded axially during the first 1.5 
h, but then transferred into compression. The 
reason for the sudden change into the failure 
state is due to  the fact that the compression 
zone of the cross-midsection moves inwards 
and the tensile stress in the reinforcement is 
increased to  such a high value that yielding 
occurs. This behaviour results in a rapid 
deflection of the column and instant failure. 
This mode of behaviour can be seen in both 
test and calculation (see Fig. 8) .  

In the comparisons made here it must be 
emphasized that the measured deflections 
were taken from only one test specimen and 
the accuracy of measurement cannot be 
stated. This means that these latter values are 
somewhat uncertain and must be used with 
caution. 



5, CONCLUSIONS 

The Lund TASEF-2 temperature program 
predicts the temperature range, for use in the 
Brunswick structural HP 010 program with 
reasonable accuracy, as illustrated in Fig. 5 .  
Both programs are efficient and of great 
importance in solving the thermal and struc- 
tural response to  fire of any concrete structure. 

The predicted results from the current 
version of the HP 010 program are extremely 
dependent on the developed rules used for 
concrete and steel at elevated temperatures. 
This means that the material models must be 
improved. Predicted and measured behaviour 
are, as illustrated in Figs. 6 - 8, in satisfactory 
agreement. The mode of failure and fire resis- 
tance time are .quite acceptable, hut the 
discrepancy in the deflection process is un- 
satisfactory. 

The problem in predicting detailed struc- 
tural behaviour is due mainly to  the fact that 
the analytical models of concrete and steel 
need to  be improved and further developed. 
For instance, the influence of the loading 
history and the heating rate are not taken into 
account in the concrete model and only t o  
some extent in the steel model. The steel 
model is only based on transient'tests carried 
out at  a constant load and constant heating 
rate [ 5 ,  61. It  has been shown in ref. 4 that in 
such tests the heating rate in a particular 
temperature and loading range has a great 
effect. 

Neglect of the loading history influence 
often results in a higher calculated compression 
stiffness of the column and lower axial defor- 
mation. In a column where the internal stress 
distribution changes continuously, i t  may be 
of great importance to consider the influence 
of the loading history in conjunction with the 
heating rate. This hypothesis will be checked 
both experimentally and analytically. 

6. FUTURE PLANS 

The next step in the cooperative project 
will be to  introduce into the structural pro- 
gram concrete and steel material behaviour 
models [ 9 ]  developed a t  Lund in an attempt to  
determine whether the discrepancy in the 
detailed structural response can be reduced. 

Every material model is a simplified "real 
life" version and can evaluate real behaviour 
only t o  a certain degree; the goal is to  develop 
an improved system, which is suitable for 
practical purposes. Models developed in this 
way will be more effective in such a structural 
study if the loading history and heating rate 
are taken into consideration. 

Earlier predicted behaviour of axially 
restrained, reinforced concrete columns 181 
tested at  Brunswick have hitherto not been 
successful unless the heating rate was consid- 
ered empirically. These tests will also be 
studied analytically. 

The aim of the cooperation is to  develop 
improved computational methods so that 
realistic predictions can be made of the re- 
sponse of any concrete structure to  fire. This 
will reduce the need for expensive and com- 
prehensive fire testing and will simultaneously 
create a basis for the development of fire 
design methods for more complicated struc- 
tural systems. 

REFERENCES 

U. Wickstrom. A computer program for temper- 
ature analysis of structures exposed to fire, Rep. 
Vo 79-2, Lund Institute of Technology, Lund, 
Sweden, 1979. 
A. Haksever, Ein Rechenmodell zur Berchreibung 
des Verhaltens von Gesamthauwerken und Bau- 
werksabschnitten im Brandfall, Sonderforxhungs- 
bereich 148 "Brandverhalten von Bauteilen", 
Bericht 1978 - 1980, A1/2 - I, Technische Uni- 
versitat Braunschweig. June, 1980. 
U. Schneider and A. Haksever, Bestimmung der 
iquivalenten Branddauer bei natiirlichen Branden, 
Deutsche Bnuzeitschrift, 211982. 
Y. Anderherg, Fire exposed hyperstatic concrete 
structures, Rep. No 65. Lund Institute of Tech- 
nology, Lund, Sweden, 1978. 
L. Twilt, European recommendation for fire safety 
of building structures, Dart 11, Delft, March, 1975. 
Y. Anderberg, Armeringsst8ls Mekaniska Egenskaper 
vid hoga Temperaturer, Bull. 61. Lund Institute of 
Technology, Lund, Sweden, 1978. 
Y. Anderherg and S.  Thelandersson, Stress and 
deformation characteristics of concrete at high 
temperatures, Rep. No 54, Lund Institute of Tech- 
nology, Lund, Sweden, 1976. 
A. Haksever, Relaxationsverhalten von Stahlbeton- 
tragwerken im Brandfall, Sonderforschungsbereich 
148 "Brandverhalten von Bauteilen", Berich t 1978 - 
1980, A1 - 5, Technische Universitat Braunschweig, 
June, 1980. 




